Abstract: Synthetic Aperture Radar (SAR) has been extensively used in the monitoring of natural hazards such as floods and landslides. Predicting whether natural hazards will cause serious harm to important facilities on the ground is an important subject of study. In this study, the distance between the water body and the tower and the flood ratio in the search area and the elevation are defined as the evaluation indicators of the flood hazard of the tower, indicating whether flooding will threaten the safety of the transmission line tower. Herein, transmission tower flood identification algorithms based on the center distance of the tower and the grid distance of the tower are proposed. SAR satellite image data of the flood with a resolution of 10 m are selected to prove the feasibility and effectiveness of the proposed fault identification algorithm. The simulation results show that the SAR satellite image data with a resolution of 10 m can identify the distance accuracy of the transmission tower flood hazard by up to 7 m, which can be used to identify the flood fault of the transmission line tower.
Introduction
As the scale of the power grid increases, the scope, and thus the workload, of power grid inspections continue to expand. At present, power inspections in most countries still rely on the manual recording of data, which has disadvantages such as high cost, dangerous working conditions, and absence of inspection. Over the past two decades, aerial inspections have been employed [1] , which can greatly improve detection efficiency and precision. However, this method is restricted by factors such as flight safety, airline control, weathers changes, and refueling. Unmanned aerial vehicles (UAV) are not widely used because of the safety issues and a lack of durability [2] [3] [4] . For these reasons, the development of satellite technology provides a new and important means of fault detection and hazard prediction for transmission lines.
Floods account for 40% of the losses caused by natural hazards worldwide. Flood hazards cause damage to the power grid by submerging power equipment and thus causing short circuit damage, internal discharge damage, and moisture damaged. Furthermore, the foundation of the transmission line tower can be washed away by floods, which may cause the tower to collapse, thus causing power interruptions and threatening the safe and stable operation of the power system [5] [6] [7] [8] . In recent years, the once-in-a-century floods in the Oder River and Nice River basins flowing through Poland, Czech Republic, Austria, and Germany caused economic losses of 5.9 billion dollars. Two catastrophic floods in the central and northern United States caused economic losses of 2215 billion dollars. In China, Jiangxi and Hebei suffered severe floods due to heavy rainfall, many substations and several lines were shut down, and more than 300,000 users suffered blackouts [9, 10] . In June 2015, in Georgia, floods damaged Tbilisi's transmission lines, resulting in power outages for about 22,000 consumers in two districts of Tbilisi. In the summer of 2016, continuous heavy rainfall in the Hubei Province of China caused severe floods in Tianmen, resulting in the outage of several substations, resulting in a total of 30·10 kV line failures, involving 1158 stations and 115,276 users. In the Fujian Province of China, floods and geological hazards occurred an average of 3.3 times a year over the past 10 years, resulting in an average annual direct economic loss of 3.6 billion yuan [11] [12] [13] . If transmission line flood faults can be located quickly, the loss can be reduced. Therefore, an identification algorithm of transmission line tower flood faults is a subject that needs to be studied.
Synthetic Aperture Radar (SAR) has been widely used in hazard monitoring. This paper proposes the use of SAR images to identify flood faults on transmission lines. At present, on the basis of the SAR image water feature, the water body part of an image can be accurately extracted [14] ; this can be done in different scenarios such as floods in forest areas or floods in cities [15, 16] . The introduction of some improved algorithms also makes the extraction range of floods more accurate [17] [18] [19] [20] [21] [22] [23] [24] [25] [26] [27] [28] [29] [30] [31] [32] . In [33, 34] , methods for searching for mountain fire faults of transmission line towers are proposed. By combining our research with the abovementioned methods, we propose an identification algorithm for flood faults in transmission line towers. This is of great significance for the operation and maintenance of transmission towers.
The objectives and novelty of the study are as follows:
(1) This is the first study based on SAR satellite imagery on hidden flood hazards related to transmission line towers. When hazards occur, SAR has the advantages of a quick response, accurate positioning, and a wide coverage, all of which help identify towers that may be infringed upon by floods and aid inspectors design targeted emergency repair schemes to minimize the economic losses caused by power outages;
(2) We propose two fast methods to calculate the shortest distance between tower and flood based on the center distance of the tower and the grid distance of the tower. Furthermore, we can find the nearest flood within a certain distance between tower and tower. The two algorithms fill in the methodological gaps of calculating the shortest distance from tower to flood; (3) We propose that the shortest distance from tower to flood, the proportion of flood in a search area and the elevation difference between the tower base and the flood level should be taken as indicators to give a certain weight to evaluate the hazard degree of the tower. This evaluation method is a rapid evaluation made in emergency situations when floods occur. It can reflect the distribution of floods around towers and the hazard degree of towers.
Flood Recognition Algorithm Based on SAR Imaging

Image Preprocessing
The SAR radar echo signals are superimposed onto each other, which causes the radar image to produce granular spots. This phenomenon is the result of the influence of speckle noise, which is the main cause of SAR image noise. The existence of speckles has an impact on the interpretation and extraction of objects in the image, especially in terms of the extraction and recognition of the contours and edges of the target, and may even cause the disappearance of features. In order to extract and identify the feature information more accurately, it is necessary to weaken the fluctuation of the luminance value and the influence of the speckle noise through filtering.
A comparison of the filtering effects of various filtering methods [30] on SAR images shows Lee filtering to be an effective option.
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Identification Model For Flood Areas
For the processing of SAR images, threshold segmentation can be used to extract water bodies. This principle is based on the low scatter value of the water body in the SAR image. It is achieved by setting a suitable threshold to mark the image; thus, the values less than the threshold portion become the water body, and the portions larger than the threshold portion become the background, forming a binary image. The advantage of this algorithm is that it is fast and the principle is simple; however, the determination of the threshold is difficult. Among several commonly used threshold segmentation methods, Otsu's optimal global threshold segmentation method has a low false alarm rate and high water extraction accuracy [31] . The algorithm is as follows:
An image histogram distribution can be expressed by
where n is the total number of image pixels, n q is the number of pixels with a grayscale of q, and L is the number of all possible gray levels in the image. Suppose the target area C 1 contains gray levels
, and the threshold is k, the largest inter-class variance σ 2
P 1 (k) and P 2 (k) are the percentage of pixels of C 1 and C 2 in the whole image, respectively, m 1 (k) and m 2 (k) are the average gray value of the pixels in the C 1 and C 2 regions, respectively, and m G is the average gray value of the whole image. The average gray value of the gray level k can be obtained by the following formula:
Expand Equation (2) and substitute P 2 (k) = 1 − P 1 (k) to get the following formula:
Determining the values of m and P 1 (k) can determine the between-class variance. Under the condition of maximum between-class variance, the threshold of the segmented image is easier to determine. Since k is an integer in the range [0, . . . , L − 1], it is possible to find the k value at the maximum of the variance between classes by continuous loop calculation, where k is the optimal threshold. When the k value is not unique, the average of the plurality of k values is the optimal threshold. The ratio of between-class variance to the grayscale variance of the total image is a separability measure that divides the image into two categories:
The algorithm automatically calculates the segmentation threshold by finding the maximum between-class variance between the two types of features. Therefore, there is a good segmentation effect when there is a significant difference between the gray value of the object in the region of interest and the gray value of other features. That is to say, the gray value frequency distribution of the image has obvious "peak and valley" characteristics, and the larger the difference between the peak value and the valley value, the more obvious the segmentation effect. The grayscale value at the original image point (x, y) is I(x, y), and the target in the original image is extracted with the threshold k. Herein, a is the value of the background and b is the value of the target. The binary image F(x, y) is generated as follows:
The value of a is 1, and the value of b is 0. The original image completes the binary transformation to extract the water body.
Flood Failure Evaluation Index
The severity of flood damage to the tower is positively related to the distance and the elevation. The possibility of tower collapse caused by flood scouring near the water area is far greater than that caused by a flood far away from the water area. The elevation difference between the tower base and the flood level can reflect whether the tower is submerged. The distance and the elevation can be used as the main parameter for the evaluation of hidden dangers of flood failure. On the basis of the SAR image taken by satellite, the flood area is extracted through image processing. Combining this with the information of the transmission line tower account, a judgment on whether the tower has been flooded is made, and the hazard situation of the transmission line is preliminarily evaluated. If the tower is not flooded, the distance between the tower and the edge of the flood should then be determined to quickly judge the impact of the flood hazard on the transmission line.
An image is made up of pixels, and each point in the image can be converted into coordinates. According to the account information of the tower, visual interpretation, and coordinate picking, the pixel coordinate point set of the tower in the binary image extracted by the water body is determined as follows:
where U is the set of tower coordinates, a i is the name of the tower, x i is the abscissa of the pixel coordinates of the binary image, and y i is the ordinate of the pixel coordinates of the binary image. F(x i , y i ) is the value of the point (x i , y i ) in the binary image. If F(x i , y i ) = 0, it shows that the tower is located in the water extraction part, the tower has been flooded, and the tower is most seriously affected. If F(x i , y i ) = 1, the tower is located in the non-water part and so has not been flooded. However, there may still be potential flood hazards. The elevation layer and the distance between the tower and water body boundary should be calculated. A search for transmission line towers around the waters that may be endangered by floods should be conducted to determine the extent of the damage to the towers. The elevation model can be extracted from any public available elevation model such as SRTM or ASTER Global Digital Elevation Model. The elevation model is established to calculate the elevation difference between the flood level and the tower foundation. The specific content of the algorithm will not be discussed in this paper. The calculation of the distance between the towers and the water body boundary is described below.
Tower Flood Failure Distance Algorithm and Criterion
On the basis of the extracted water body binary image characteristics, a search algorithm for the center distance of the tower and a search algorithm for the tower base grid distance are proposed.
Tower Center Distance Search Algorithm
According to operating experience and flood control standards, floods beyond 3 km do not pose a threat to transmission lines. Therefore, it is only necessary to search for transmission line towers within 3 km of the water body. In addition, the safe distance can be increased or decreased as needed. A circular area of 3 km around the tower is used as the search area. If there is a water body in the Remote Sens. 2019, 11, 1642 5 of 15 search area, it can be judged that there is a flood hazard on the transmission line. On the basis of the SAR image and the tower information, the position information of the tower that may be affected and the latitude and longitude information of each point of the image are determined.
In Figure 1 , we choose the image coordinates. The upper left corner is the coordinate origin, the horizontal axis is the x-axis, and the vertical axis is the y-axis. The two towers A 1 and A 2 have a circle with a radius of R(R = 3km) centered on A 1 and A 2 . L 1 and L 2 are water body boundaries, and between L 1 and L 2 are water bodies. Let the image resolution be M (m), and each pixel is an M × M rectangle. From this it can be obtained that M × r = 3000, r is the radius in the image, and the unit is a pixel. The equation for indicating the boundary circle of the A 1 tower search area by coordinates is
Points in the search area satisfy the following formula:
The search can be conducted from the center to the outside. If the existence point (x i , y i ) satisfies Equation (9) and F(x i , y i ) = 0, then there is a water body in the search area of the tower. The nearest distance from the water body to the tower should then be calculated. The distance between the tower A 1 (x 1 , y 1 ) and the water body is calculated according to the distance formula between two points:
The calculation accuracy is In Figure 1 , we choose the image coordinates. The upper left corner is the coordinate origin, the horizontal axis is the x-axis, and the vertical axis is the y-axis. The two towers and have a circle with a radius of ( = 3 ) centered on and . and are water body boundaries, and between and are water bodies. Let the image resolution be (m), and each pixel is an × rectangle. From this it can be obtained that × = 3000, is the radius in the image, and the unit is a pixel. The equation for indicating the boundary circle of the tower search area by coordinates is
The search can be conducted from the center to the outside. If the existence point ( , ) satisfies Equation (9) and ( , ) = 0, then there is a water body in the search area of the tower. The 
Tower Base Grid Distance Search Algorithm
The tower center distance search method can judge the tower flood failure. However, when the search area is wide and the number of towers is large, the calculation cost is high and so it takes a long time. The circular search area can be changed to the grid search area of the tower base. With the tower as the center, a square grid search area with a side length of 6 km is made. The four vertices of the grid search area are A, B, C, and D, as shown in Figure 2 . Remote Sens. 2019, 11, x FOR PEER REVIEW 6 of 14 The coordinates of the tower are ( , ) ; the coordinates of the four endpoints are ( , ), ( , ), ( , ), and ( , ). The mathematical relationship between and is ⋅ ( − ) = 3000 .
This is formulated as = + .
By the same logic,
It can be concluded that the points in the search area satisfy Equation (14) . If there are points ( , ) in the binary image, which make ( , ) = 0 and satisfy (14) , then there is a potential flood hazard in the towers search area. According to Equation (10) , the minimum distance between the tower and water body is calculated.
Compared with the tower center distance search method, the tower base grid distance search method does not need to calculate the distance for each point, and the search process only involves a coordinate value comparison, which can improve the calculation speed of the algorithm. However, the grid search method searches for a square grid and searching near the vertex (a distance greater than 3 km) can cause false alarms. This type of false alarm can be avoided by distance quantitative comparison.
Flood Failure Criterion Based on Distance Algorithm, Flood Ratio and the Elevation
In the binary image, the function value of the water body is 0, and the function value of the non-aqueous body is 1. , the average value of the function in the search area, equals The coordinates of the tower are (x 0 , y 0 ); the coordinates of the four endpoints are A(x 1 , y 1 ), B(x 2 , y 2 ), C(x 3 , y 3 ), and D(x 4 , y 4 ). The mathematical relationship between x 2 and x 0 is
This is formulated as
It can be concluded that the points in the search area satisfy Equation (14) . If there are points (x i , y i ) in the binary image, which make F(x i , y i ) = 0 and satisfy (14) , then there is a potential flood hazard in the towers search area. According to Equation (10) , the minimum distance between the tower and water body is calculated.
In the binary image, the function value of the water body is 0, and the function value of the non-aqueous body is 1. F, the average value of the function in the search area, equals
If F = 1, there is no water body in the search area, and there is no potential flood hazard for the transmission tower. If F < 1, there are water bodies in the search area, and there are potential flood hazards for transmission line towers. The easiest way to get the F number is to count the number of ones within the window of 3000 × 3000 m and divide it by the number of pixels.
H is the flood ratio. The flood ratio can reflect the extent of flooding in the search area. The larger the H, the wider the flood range in the search area, and the greater the likelihood and severity of the flood damage to the tower.
The elevation ∆h can reflect the difference in height between the tower base and the flood level. The smaller the ∆h is, the closer the height of tower foundation and flood level is, and the greater the threat of flood disaster to tower is.
On the basis of the standard for construction, operation of the transmission line towers and overhaul experience accumulated over the years and the flood control standard, the flood hazard coefficient V of the tower is designed to measure the hazard situation. The coefficient V is mainly determined by the distance d between the tower and the flood, the flood ratio H in the search range of the tower and the elevation ∆h as shown in the following equation:
The distance d from the tower to the flood is divided by the search radius (3 km), reflecting the distance between the flood in the search range and the tower. The closer the distance, the smaller the value, and the greater the degree of danger; C 1 is the weight of the distance. H is the proportion of floods. The larger the flood ratio, the larger the number. When the value is adjusted to 1 − H, the larger the H, the smaller the value, and the weight coefficient is C 2 . The elevation ∆h between the tower base and the flood level is divided by 1000. If ∆h > 1000 m, we think the tower is absolutely safe according to" Flood Control Standard of Transmission Line (GB50201-2014)". If ∆h < 1000 m, the smaller ∆h/1000 (a value less than 1) is, the closer the elevation difference between the tower base and flood level, the smaller the value, and the greater the degree of danger. C 3 is the weight of the elevation. Therefore, the closer the flood, the larger the flood ratio in the search area, the closer the elevation between the tower base and flood level, the smaller d/3000, 1 − H and ∆h/1000 will be, and the smaller the V, the greater the degree of danger. In Formula (16), C 1 = 0.3C 2 = 0.2C 3 = 0.5. V is a number less than 1. The smaller the V, the greater the threat of flood to towers. By calculating the distance d and the flood ratio H and the elevation ∆h in the search range of the tower, the tower flood hazard coefficient V is calculated. Thereafter, it is possible to judge the severity of the flood. On the basis of the statistical data of the State Grid, the Southern Power Grid and the Meteorological Bureau, the V coefficients of transmission lines and towers in some flood-stricken areas in China are calculated. According to the severity of actual hazards and the potential hazards of poles and towers, the hazard classification is divided according to the calculation of the coefficient and the actual situation. The damage degree of the tower is divided as follows:
1.
When d = 0 m, the tower has been flooded and it is judged to be a super hazard; 2.
When V < 0.1, the degree of hazard is judged to be in the A level; 3.
When 0.1 ≤ V < 0.4, the degree of hazard is judged to be in the B level; 4.
When 0.4 ≤ V < 1, the degree of hazard is judged to be in the C level.
After the hazard level is judged, it should be released quickly so that it can be utilized in time. The warning information released includes tower location, line name, voltage level, flood impact area, the location of flood relative to the tower, the distance between flood and tower, the elevation between the tower base and the flood level, etc. This is all possible as a result of the advantages of rapid satellite inspection and accurate positioning. According to the terrain, the soil, and the season, the values of C 1 , C 2 and C 3 can be changed appropriately to adjust classification of the damage level caused by floods. According to various sets of data (the "Standard for flood control GB50201-2014" and "Research on hazard damage characteristics and hazard prevention technology of distribution network flood geological hazards", the "Application of Correction Technique of Initial Soil Water Storage Capacity Correction in Flood Forecasting", and the "Study on the Supply And Demand of Soil Erosion Control Service and Flood Control Service in Linfen Section of Fenhe River Basin"), the proportion of C 1 can be appropriately increased when the climate is humid and the soil is loose. This is because even if there is a certain distance from the flood, continuous erosion by the flood may cause the tower foundation to collapse, leading to tower collapse.
Case Analysis
To perform the analysis, the backscattering SAR image satellite image (resolution 10 m) in the flood-prone area is selected and Lee filter processing performed. After the processing, the water body is extracted using the threshold segmentation method, as shown in Figures 3-5 . Basin"), the proportion of can be appropriately increased when the climate is humid and the soil is loose. This is because even if there is a certain distance from the flood, continuous erosion by the flood may cause the tower foundation to collapse, leading to tower collapse.
To perform the analysis, the backscattering SAR image satellite image (resolution 10 m) in the flood-prone area is selected and Lee filter processing performed. After the processing, the water body is extracted using the threshold segmentation method, as shown in Figures. 3-5 . Basin"), the proportion of can be appropriately increased when the climate is humid and the soil is loose. This is because even if there is a certain distance from the flood, continuous erosion by the flood may cause the tower foundation to collapse, leading to tower collapse.
To perform the analysis, the backscattering SAR image satellite image (resolution 10 m) in the flood-prone area is selected and Lee filter processing performed. After the processing, the water body is extracted using the threshold segmentation method, as shown in Figures. 3-5 . A set of points was randomly selected around the water bodies of the three binary images of Figure 5 , and each map selected four points, which are , , . . . ,
, as the positions of the towers. We calculated the distance from flood to tower, the elevation difference between flood level and tower foundation, and the flood ratio within the search range. The flood hazard coefficient was calculated. The results are shown in Table 1 . Comparing the calculation time of the two algorithms in Table 1 , the tower grid distance algorithm is faster than the tower center distance algorithm. In order to make the test results more general, we randomly picked points in the flood area of Figure 3 as the tower coordinates. This was done to verify that the algorithm can accurately calculate the flood distance and make hidden danger evaluations no matter where the tower was located. Tower a4 was located in the water body, which was used to simulate the actual situation when a tower is submerged by flooding. The danger level S also reflects the fact that the tower was submerged by the flood, which proves the reliability of the calculation results. The results show that the combination of the distance and the elevation can accurately reflect the hidden flood hazards of transmission line towers. At the same time, the elevation reduces commission errors. The image resolution of the example is 10 m, and the calculation distance accuracy reaches 7 m. When using higher resolution images, the accuracy increases. In addition, combined with the water body around the tower, the hidden danger coefficient can effectively reflect the severity of the flood hazard caused by the tower. A set of points was randomly selected around the water bodies of the three binary images of Figure 5 , and each map selected four points, which are a 1 , a 2 , . . . , a 12 , as the positions of the towers. We calculated the distance from flood to tower, the elevation difference between flood level and tower foundation, and the flood ratio within the search range. The flood hazard coefficient was calculated. The results are shown in Table 1 .
Comparing the calculation time of the two algorithms in Table 1 , the tower grid distance algorithm is faster than the tower center distance algorithm. In order to make the test results more general, we randomly picked points in the flood area of Figure 3 as the tower coordinates. This was done to verify that the algorithm can accurately calculate the flood distance and make hidden danger evaluations no matter where the tower was located. Tower a4 was located in the water body, which was used to simulate the actual situation when a tower is submerged by flooding. The danger level S also reflects the fact that the tower was submerged by the flood, which proves the reliability of the calculation results. The results show that the combination of the distance and the elevation can accurately reflect the hidden flood hazards of transmission line towers. At the same time, the elevation reduces commission errors. The image resolution of the example is 10 m, and the calculation distance accuracy reaches 7 m. When using higher resolution images, the accuracy increases. In addition, combined with the water body around the tower, the hidden danger coefficient can effectively reflect the severity of the flood hazard caused by the tower. 
Discussion
The calculated results show that the accuracy of the two distance algorithms is the same. Because the two algorithms search for the water points around the towers comprehensively, and find the shortest distance from towers, the location of the water points is the same, but the search methods are different, resulting in different calculation speeds. In terms of algorithm speed, the tower-based grid search algorithm is faster. The reason for this is that compared with the tower center distance search method, the tower base grid distance search method does not need to calculate the distance of each point, and only involves the comparison of coordinate values in the search process, which shortens the calculation time. However, the search area divided by the grid search method is a square grid, and the water near the vertex (a distance greater than 3 km) may cause a false alarm. This kind of false alarm can be avoided by comparing the calculated distance with the safe distance quantitatively.
By comparing Figure 5a with Figure 3a , the non-water part is extracted from the binary image. The accuracy of the binary image extracted by water threshold segmentation has a certain influence on the calculation results of the shortest distance between tower and water body [33] . If the non-water part is extracted from the binary image, the water point calculated to be the shortest distance between the tower and the water point may be the extracted non-water point, resulting in errors in distance calculation and even false alarms [35, 36] . If the actual water body is not extracted, the shortest distance calculated may not be the actual shortest distance (with other water body points being closer to the tower). At the same time, the calculation results of flood proportion in the tower search area also produce some errors. In order to make the evaluation index of flood hidden danger scenario and the calculation of the shortest flood distance more accurate, it is necessary to improve the accuracy of extracting binary maps from flood areas. In addition to the traditional Lee filtering and Otsu threshold segmentation, an improved method for water extraction is proposed in the literature [37] [38] [39] [40] [41] [42] [43] . In [25] , the selection criterion of target blocks with water is proposed. Gauss distribution is used to fit the backscattering coefficient of ground objects. Combined with the improved Gamma model, the optimal threshold position is determined, the optimization criterion is constructed, the target threshold is solved by adaptive iteration, and the threshold accuracy is increased. In [37] , the identified seed point is confirmed locally based on two parameters corresponding to intensities and percentage of occurrence of intensities around the seed. A densely populated range around the seed point is computed. From the seed point, regions are grown until the intensity value of that point is within the range to complete the task, with all flooded regions captured in the SAR image. Reference [38] proposes the Bayesian network, a system whereby remote sensing data (such as multi-temporal SAR intensity image and interferometric SAR coherent data) are combined with geomorphology and other ground information to coordinate the use of different information layers, which helps to more accurately detect flood-affected areas, and reduce false positives and omissions. Reference [39] proposes the use of interferometric data to distinguish zones where water receded from areas where it persisted for a longer time, and in one case, to measure changes in water level. In [40] , water categories from Landsat images are extracted and water categories from TerraSAR-X images are subtracted; the remaining water represents the flooded area. According to the different scenarios of transmission line corridors, different threshold segmentation methods can be selected to achieve the optimal extraction of the water body.
According to the environment of transmission lines, considering the local temperature, humidity, soil, plants and other factors, the C 1 , C 2 and C 3 values of flood hidden danger coefficient calculation formula are adjusted based on the analytic hierarchy process; in this way, the flood hidden danger coefficient can be widely and rationally used to evaluate the flood hidden danger of poles and towers, and whether poles and towers are threatened by floods can be reasonably judged [44] [45] [46] . At the same time, the safe distance from the tower to the flood can also be adjusted according to the environmental conditions of the transmission lines. For example, in areas with loose soil, the foundation of transmission line poles and towers may be affected to a certain extent even at greater distances from the flood, and so the impact of the flood is larger. How to set the most reasonable safe distance and the value of C 1 , C 2 and C 3 according to the specific environment and the service life of the tower, considering the influence of various factors comprehensively, is a problem worthy of further study [47] [48] [49] [50] [51] .
The purpose of this study was to create a system in which the towers which suffered from flood hazards and transmission line towers that may have potential hazards are discovered quickly, to make a preliminary evaluation of the hazard situation, to provide a reference and basis for the emergency repair of transmission line towers, and to reduce the economic losses caused by power blackouts in flood hazard scenarios. This paper is a preliminary judgment of tower flood hazard scenarios based on SAR images in which only a limited number of indicators are selected; therefore, the most intuitive distance and the elevation in the satellite image is chosen as the main measure factor. If the tower is submerged, the design scheme should focus on dealing with it. If it is not submerged, it should be properly dealt with according to the distance, the elevation and the actual environment. The elevation is the determining factor signifying whether a tower is submerged. The distance can reflect whether there is a hidden danger. When the position of the tower is higher than the horizontal plane, the tower is not submerged, but it cannot be guaranteed that the tower is absolutely safe. With the erosion from water, the foundation soil of the tower may be loose, which may cause hidden dangers for the tower. Therefore, the distance cannot be ignored, and the closer the distance is, the more likelihood there is a potential problem. On the other hand, the transmission power could be located on the slope of a small hill 30 meters above the flood and less than 1 km from the flood front edge and there is no danger for the tower. The elevation will help the system to reduce false alarms. Equation (16) , which is related to hazard discrimination, shows that the closer the distance and the smaller the elevation difference, the greater the hidden danger. The combination of distance and elevation makes the result more accurate and comprehensive. At the same time, the proportion of floods in the search area helps to assist in judging the hazard situation and potential flood hazards of each tower. Combined with the results of the example, we think that the proposed index and evaluation method can be used to judge the hidden danger degree of tower flooding.
In addition, the velocity and duration of the flood are also influencing factors. However, they are not easy to visualize in satellite imagery. Flood velocity, duration, water level, and other factors do affect the tower, but it is impossible to consider all factors as indicators because of the limitations of the length of the article. This is the first study into transmission line tower faults based on satellite images. Our system involves choosing the SAR images to study the impact of flood hazards on transmission line towers, selecting the distance and the elevation index, maximizing the use of limited information, responding quickly when a hazard occurs, and providing sufficient references and guidance for line inspections. In summary, the authors believe that the choice of distance and the elevation as the main indicator is a suitable choice at this stage. In future studies, we will try to consider as many indicators as possible, including distance, water level, velocity, soil, humidity and so on, to make the tower flood risk assessment more accurate.
A future research direction may be the establishment of a high-resolution satellite image database of the transmission line corridor. Through the comparison of multi-stage satellite images, various kinds of geological hazards are found, and the use of higher resolution satellite images is conducive to improving the accuracy of the calculations. An intelligent algorithm is used to identify the location of the pole and tower, which makes the whole process more automated. By identifying and analyzing the environment of the line, the appropriate threshold segmentation algorithm can be selected intelligently.
Conclusions
On the basis of backscattering water SAR imaging, this paper proposes two kinds of tower flood failure algorithms. By combining these with the distance factor, the flood ratio and the elevation, the hidden danger coefficient can be calculated, which can effectively judge the flood failure of the transmission tower.
Through testing, the tower center distance algorithm and the grid distance algorithm can accurately calculate the nearest distance between the tower and flood. A 10 m resolution image can reach an accuracy of 7 m, with the grid distance algorithm being the faster of the two.
The binary images obtained using threshold segmentation influence the judgment. Extracting the non-water body part causes the flood hazard to be falsely reported. The water body information can be extracted by combining various threshold segmentation methods to improve the accuracy.
In future research, the tower coordinates can be intelligently identified without the need for manual selection. When searching the same area again, the tower position is determined directly according to the latitude and longitude coordinates, and the database is perfected to construct an expert system. Funding: This research received no external funding.
